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NOTES

I. Type 4 conduit shall be secured to the nearest walkway
bracket using one-hole galvanized malleable iron or steel
straps and brass machine screws tapped into the bracket.

2. See Standard Plans for overhead signs and frame juncture
details for photoelectric unit installation.

3. Enclosures and straps shall be secured by 6 mm (/")
maximum size screws.

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

SIGN ILLUMINATION
SIGN ILLUMINATION EQUIPMENT

These "Standard Plans for Construction of Local Streets and Roads” contain units in two
systems of measurement: International System of Units (SI or "metric") and United States
Standard Measures shown in the parentheses ().The measurements expressed in the
two systems are not necessgﬂly equal or wnferchangeable See the "Foreword" at the
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